
Infiltration Test 
Number Start Time Finish Time Elapsed Time (hours)

* Water Depth Start 
(inches)

* Water Depth Finish 
(inches) Change in Water Level (inches)

Infiltration Rate 
(inches/Hour)

IT-1 1 12:00 AM 1:00 PM 1 24 13 10 10

IT-1 2 1:05 PM 2:05 AM 1 24 15 9 9

IT-1 3 2:15 PM 3:15 PM 1 24 13 11 11

IT-1 4 3:20 PM 4:20 PM 1 24 14 10 10

10 in/hr

IT-2 1 12:10 PM 1:10 AM 1 24 14 10 10

IT-2 2 1:20 PM 2:20 PM 1 24 13 8 8

IT-2 3 2:25 PM 3:25 PM 1 24 13 11 11

IT-2 4 3:30 PM 4:30 PM 1 24 14 10 10

9.75 in/hr

IT-3 1 7:00 AM 8:00 AM 1 24 13 11 11

IT-3 2 8:15 AM 9:15 AM 1 24 13 10 10

IT-3 3 9:18 AM 10:18 AM 1 24 15 9 9

IT-3 4 10:22 AM 11:22 PM 1 24 13 11 11

IT-4 1 7:10 AM 8:10 AM 1 24 14 10 10

IT-4 2 8:20 AM 9:20 AM 1 24 14 10 10

IT-4 3 9:25 AM 10:25 AM 1 24 15 9 9

IT-4 4 10:30 AM 11:30 AM 1 24 13 11 11
Average Infiltration 

rate

10 in/hr

10.25

8/13/2015

Oneonta Heights (Silver Creek) Stormwater Management Area Infiltration Testing                                               Testing completed on 8/12&13/15
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